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FIRE PROTECTION NEW PLAN

SCALE: 1/8"=1"'-0"

0 4' 8' 16'
1/8ll=1l_0ll

SHEET NOTES:

—_

SEE SHEET FP0.1 FOR SYMBOL LEGEND AND NOTES.

2. INSTALL ORDINARY TEMPERATURE RATED SPRINKLERS A MINIMUM OF 30
INCHES FROM THE EDGE OF SUPPLY AIR DIFFUSERS.

3. INSTALL CEILING MOUNTED SPRINKLERS IN THE CENTER OF SUSPENDED
CEILING TILES.

4. DRAWINGS SHOW PROPOSED SPRINKLER LOCATIONS ONLY. COORDINATE
ACTUAL LAYOUT WITH OTHER BUILDING UTILITIES AND SYSTEMS.

5. CONTRACTOR SHALL RE-USE THE EXISTING SPRINKLER PIPING TO THE
MAXIMUM EXTENT POSSIBLE. ALL NEW SPRINKLER PIPING INSTALLATION
SHALL BE IN ACCORDANCE WITH APPLICABLE CODES.
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